
Abstract

In this paper, the authors compares the efficiency

and cost of a designed in-line water heating system

with a conventional water heating system (geyser)

in South Africa. The paper provides an overview on

water heating systems and heating elements and

provides the typical water consumption required by

an average household in South Africa. A summary

on the design of the in-line water heating system

together with a system cost analysis is provided. The

designed in-line water heating system takes the

energy consumption, temperature and pressure into

account during operation. The energy consumption

and cost of the designed in-line water heating sys-

tem is compared to a conventional water geyser. A

cost analysis on the designed in-line water heating

system, heat pumps and solar water heating systems

are also provided. The energy consumption results

showed that the conventional water geyser on aver-

age consumes 2.5% more energy to heat one litre of

water from 15 °C to 60 °C, than the designed in-line

water heating system to supply one litre of water at

60°C.
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1. Introduction

South Africa currently faces a number of energy
related problems; some of these include environ-
mental sustainability, energy reliability and tariff
hikes (Sebitosi, 2008; Sebitosi and Pillay, 2008). It
is estimated that the electricity utilization of the res-
idential sector in South Africa accounts for almost
35% of the peak demand, with water heating con-

sumption at approximately 40% of this peak
demand (EDRC, 2003; DEAT, 2004).

It was therefore decided to investigate the in-line
water heating system as an alternative to the con-
ventional water heating system (geyser). It was fur-
ther decided to design an in-line water heating sys-
tem which has the following capabilities: 1) energy
consumption control, 2) low flow compensation, 3)
PID temperature control and 4) automatic switch off
during no flow.

Figure 1 shows the experimental setup of the in-
line water heating system and the conventional
water geyser. The conventional geyser has a cold
water inlet at the bottom of the tank and a hot water
output at the top. A thermostat (manually set at
60°C) regulates the temperature inside the tank.
The conventional geyser supply hot water to the
sink on the right hand side and the designed in-line
water heating system supply hot water to the sink
on the left hand side.The designed in-line water
heating system is equipped with a controller with
interactive display (set at 60°C) which is installed
next to the sink.

Figure 1: In-line water heating system and

conventional water heating system (geyser)

The focus of this paper is on the comparison of
the efficiency and cost of the designed in-line water
heating system with a conventional geyser. An
overview on the design of the in-line water heating
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system together with a system cost analysis is pro-
vided in section 3. The results on the energy con-
sumption of the designed in-line water heating sys-
tem and the conventional water heater together
with a cost comparison between different water
heating systems are provided in section 4. Wilson
(1978) provides more detail on the available ener-
gy conservation options for residential water
heaters.

2. Overview on water heating systems and

elements

This section provides an overview on the in-line
water heating system, the conventional water heat-
ing system, heating elements and the required water
consumption per person.

2.1 In-line water heating system

In-line water heating systems are also know as tank-
less water heaters, on demand water heaters,
instant water heaters, instantaneous water heaters
and point of use water heaters. The main two types
of tank-less water heating systems available are gas
fuelled and electric instantaneous water heaters. For
this paper, the focus is specifically on the electric
instantaneous water heater. 

The basic operational principle of an in-line
water heating system is the same as the conven-
tional water heating system (geyser). Cold water
flows in and warm water flows out (Rollins, 2010). 

The main difference between the in-line water
heating system and conventional geyser is that the
in-line water heating system has no tank and warm
water is instantly available and does not take a long
period of time to heat up. Water is also not stored
in a large tank throughout the day; there are there-
fore no standing losses. The most basic in-line water
heating system has two coils.

The first is the water carry coil, which carries the
cold water into the system, heats it up and then
warm water is send through the same coil as output
to the user. The second coil is known as the heating
coil which is twisted around the carrier coil and
heats the water as it passes through (Rollins, 2010).
The in-line water heating system consists of different
types of sensors to ensure correct and efficient
working of the system. When the hot water faucet is
turned open, the pressure and temperature sensors
are activated. 

The pressure and temperature of the incoming
cold water are measured and the data is send to a
microprocessor for calculations. The microproces-
sor compares the calculated values with the pre-
programmed data and adjusts the heating coil
accordingly. The sensor constantly sends data to the
microprocessor and the data is constantly moni-
tored and regulated throughout the on cycle of the
faucet (Etankless, 2010). 

When the faucet is turned off the pressure sen-

sor communicates with the microprocessor letting it
know to turn off the power and that no more action
is required. For the customer’s convenience many
of these on demand water heating units have a dig-
ital display, on which the temperature can be set
according to the customer’s needs. This functional-
ity can improve the energy consumption of the in-
line water heating system, if correctly operated.

2.2 Conventional water heating system

Figure 2 shows an example of a conventional
geyser. The conventional water geysers are
designed to heat water and store the heated water
in an insulated tank. Every water heater consists of
a cold water inlet and a hot water outlet. The cold
water is routed through a pipe called a dip tube to
the bottom of the heater. In some designs, the cold
water inlet is found on the bottom of the tank.
When warm water is used, the tank automatically
fills up with cold water through a one way valve
(ACME, 2010; van Amerongen 1972).

All warm water heaters build up pressure and
are therefore equipped with a temperature and
pressure (T&P) relief valve to ensure safe working
condition (Klenck, 1997; van Amerongen, 1972).
The heating elements are situated in the middle and
the bottom of the tank to efficiently provide heating
to the tank. Every heating element also contains a
thermostat, which switches the heating element on
when the temperature drops below a per-set value
and off when it rises above the same per-set value.
Changing the per-set value is usually avoided, since
the geyser is usually located inside or on the roof.

Figure 2: Conventional water heating system

(geyser)

The conventional geyser is further equipped
with a drain cock, which can be used to empty the
tank if required.

Some conventional geysers have two heating
elements, which can operate individually. The bot-
tom heating element and thermostat turns on when
the temperature drops below the per-set value and
the top heating element and thermostat is used as
an energy cut off (ECO) device, only switching on
when the temperature drops even further (ACME,
2010).
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Sowmy and Prado (2008) provide more detail
on the assessment of the energy efficiency of elec-
tric storage water heaters.

2.3 Heating elements

When designing an in-line water heating system it is
important to know what heating elements are avail-
able. Heating elements usually range from 150 W
to 4 kW and are available in the following materials:
copper, steel, stainless steel, cast iron, incoloy, tita-
nium and PFA coated (Omega, 2011).

Immersion heating elements are the most com-
monly known heating elements, which are normal-
ly used in geysers, washing machines, sterilizers and
other commercial products. The two basic types of
immersion heating elements available are over-the-
side and screw-in (or screw plug) (Omega, 2011).
Figure 3 shows examples of these two types of heat-
ing elements (Swiftheat, 2011). 

Figure 3: Example of an (a) over-the-side

heating element and (b) screw-in heating

element

The over-the-side heating elements are designed
to hang over the side of a tank and are usually used
where the heating element is not able to fit in at the
bottom or top of the tank. The sleeve material of the
over-the-side heating element is the most important
quality to consider when deciding on this product.
The sleeve/sheath materials available are: alumini-
um, brass, copper, fluropolymer, high temperature
foil, iron, nickel alloy, polyimide, steel and stainless
steel.

Screw plug heating elements consist of tubular
elements which can be welded or braced into a
screw plug. The element is usually connected to a
tank (Tempco, 2011). The sleeve/sheath materials
available are: steel, incoloy, copper and 316 stain-
less steel. The screw plug heating element is usually
the most commonly used and affordable.

2.4 Water consumption

Water consumption is usually divided into two
parts: 1) the total daily water usage per person and
2) the total daily only warm/hot water usage per
person. For an average household, the consump-
tion is usually multiplied by four (Ilsette, 2010). The
average hot water consumption for a household of

four is approximately 292.8 litres per day in South
Africa. This data must be taken in account when a
product such as a geyser or an in-line water heating
system is bought or designed.

The location of the in-line water heater or geyser
also affects the amount of water being used. In-line
water heaters are normally installed as close as pos-
sible to where hot water is required, whereas con-
ventional water geysers are normally installed at the
centre of a household to provide hot water for the
whole household. Normally more than one in-line
water heater is installed at a household.

3. In-line water heating system design and

cost analysis

This section provides a summary on the design and
cost analysis of the in-line water heating system.
The detailed design and design specifications are
provided by Le Roux and Gouws (2011).

For this project, is was decided to build an in-line
water heating system with an installed capacity of
12 kW and compare the cost and efficiency of this
system with a 150 litres, 47 kg, 600 kPa conven-
tional geyser with an installed capacity of 3 kW.
Standard residential in-line water heating systems
normally range from 1.2 kW to 4 kW.

3.1 Overview on the design

The components (items) used in the design of the
in-line water heating system consists of a PID con-
troller, power inlet at 230 VAC, electromechanical
relay, contractor, three 4 kW screw-in type stainless
steel elements, three stainless steel cylinders, a PT
100 temperature sensor, a cold water inlet with
pressure reducing valve, a warm water outlet faucet
with a flow switch mounted inside the outlet pipe
and a digital energy meter. 

Figure 4 shows the face view of the designed in-
line water heating system. The left image shows a
detailed drawing with the actual measurements and
the right image shows the actual system. In this fig-
ure, the temperature controller, earth leakage, con-
tactor, flow switch and temperature probe can be
seen.

Figure 5 shows the rear view of the designed in-
line water heating system. In this figure, the three 4
kW elements and three stainless steel cylinders can
be seen. The use of different types of heating ele-
ments will increase the overall efficiency, but will
also increase the overall system cost. 

For this project it was decided to use 4 kW
screw-in type heating elements, since it was the
most affordable and was available (in stock) for less
than R 120 each. 

The heat flow analysis of the stainless steel cylin-
ders was done by using the Cosmosflo tool of
Solidworks®. Le Roux and Gouws (2011) provide
more detail on the heat flow analysis of the
designed in-line water heating system.
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3.2 Overview on the temperature controller

This section provides an overview on the operating
principle of the temperature controller for the
designed in-line water heating system.

The temperature controller together with the
heating cylinders (or heating elements) is the most
important components (items) of the designed in-
line water heating system. The temperature con-
troller has a direct influence on the efficiency of the
designed in-line water heating system. For this proj-
ect, the CN-40 temperature controller from TOHO
Electronics in Japan was selected, since the temper-
ature controller has build in PID control to improve
the speed of the response, suppress disturbances

and reduce oscillation. 
Figure 6 provides the operating flowchart of the

temperature controller. When the in-line water heat-
ing system is switched off the heating elements and
PID controller is also off. 

When the system is switched on, a flow reading
is taken. When there is no flow, the heating ele-
ments and PID controller is switched off. When a
flow is detected, the process value (PV) and set-
point value (SV) are measured.

When the PV is not the same as the SV, the PID
controller and heating elements is switched on.
When the PV and SV are the same, the heating ele-
ments and PID controller is switched off. The sys-

Figure 4: Face view of the designed in-line system (simulated and physical model)

Figure 5: Rear view of the designed in-line system (simulated and physical model)
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tem returns to the initial measurement and reading
block after each cycle. 

Throughout this cycle the user is always aware
of the energy consumption and can choose to
switch to a lower temperature setting (lower SV) to
save energy.

Figure 6: Temperature controller operating

flowchart

After the in-line water heating system was suc-
cessfully build, the system was tested at the maxi-
mum flow rate of 8 l/min. The system was able to
immediately heat the cold water (at 15°C) to 39°C.
The total power required at this rate was 12 kW and
the total current drawn was 52.17 A.

3.3 System cost analysis

This section provides the cost analysis of the
designed in-line water heating system. Table 1 pres-
ents the breakdown of the total integrated cost of
the in-line water heating system. Components
(items) were chosen according to minimum require-
ment, safety, availability and available funding. 

The total cost of the in-line water heating system
resulted to R3 980.26 including tax at 14%. The
system could however, be manufactured at an esti-
mated cost of around R3 000 including taxes, if
only two heating cylinders were used in the design
process and if the components were bought in bulk.

4. Results

In this section, the energy consumption of the
designed in-line water heating system is compared
to the energy consumption of a conventional
geyser. This section also compares the cost of the
designed in-line water heating system to other water
heating systems.

4.1 Energy consumption comparison

The total average current drawn by the designed in-
line water heating system was measured at 44.6 A
(during the on cycle at a flow rate of 5.022 l/min),

while the conventional 150 litres geyser only drawn
16.1 A. The in-line water heating system instantly
supplied hot water, while the conventional geyser
had to heat 150 litres of water before the same tem-
perature of 60°C was reached.

Figure 7 shows the measured profiles of the
energy consumption for the designed in-line water
heating system and conventional geyser. It can be
seen from these profiles that the in-line water heat-
ing system follows a linear trend of y = 1.525x –
1.775 and the conventional geyser follows a linear
trend of y = 0.6382x – 0.3382, both with a R2

value of more than 0.9988.

Figure 7: Energy consumption comparison

Table 2 provide a comparison between the
measured results of the conventional geyser and the
designed in-line water heating system. From this
table, it can be seen that the conventional geyser on
average consumed 10.5 kWh (over a period of 160
minutes) to heat 150 litres of water from 
15°C to 60°C. This means that the conventional
geyser on average consumed 26.25 Wh to heat one
litre of water from 15°C to 60°C. 

The in-line water heating system consumed 10.5
kWh (over a period of 70 minutes) to supply, on

Table 1: Total cost of the in-line water heating

system

Item Price (R)

Heating elements with pocket (3 x 4 kW) 347.49

Flow switch (flow/pump in-line switch) 520.00

Enclosure (orange stainless steel) 420.31

Stainless steel cylinders (welding & pipe) 1 078.00

Temperature controller (CN-40) 783.00

Temperature sensor (PT100)

Digital energy meter 195.00

150.00

Contactor 250.00

Earth leakage (additional) 114.00

Neutral bar and adapter plate 58.58

Galvanized pipe fittings 50.00

Miscellaneous fittings 127.88

Total 3980.26
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average, 351.54 litres of water at 60°C. The inline
water heating system therefore on average con-
sumed 25.60 Wh to heat one litre of water at 60°C. 

The conventional geyser therefore on average
consumed 0.65 Wh per litre more than the in-line
water heating system. The conventional geyser
therefore, on average, consumes 2.5% more energy
to heat one litre of water from 15°C to 60°C than
the designed in-line water heater to supply one litre
of water at 60°C.

The measured data was recorded over a period
of a few days and the average consumption was
then calculated. The standing losses and long pipe
losses therefore have an influence on the measured
consumption.

Table 2: Energy consumption comparison

Geyser In-line

Energy consumption 10.5 kWh 10.5 kWh

Recorded time period 160 min 70 min

Water quantity 150 litres 351.54 litres

Water temperature 15°C–60°C 60 °C

Consumption per litre 26.25 Wh/l 25.60 Wh/l

Consumption difference  0.65 Wh/l
% difference 2.5%

4.2 Cost comparison between different

systems

In this section, the cost of the designed in-line water
heating system is compared to the cost of the other
water heating systems. Table 3 provide the cost
comparison between different water heating sys-
tems. From this table, it can be seen that the cost of
solar water heating systems ranges between
R12 000 and R25 000, and are the most expensive.
The cost of conventional geysers ranges between
R1 300 and R3 000 and are the most affordable.
The cost of heat pumps ranges between R8 000
and R20 000. 

The estimated cost of the designed in-line water
heating system with two heating cylinders is R3 000
and with three heating cylinders is R4 000. The
price on each of the systems in Table 3 depends on
the installation size and the variables of the situa-
tion. Eskom rebates are however, available on
approved solar water heating systems and ap-
proved heat pumps, but are not available on con-
ventional geysers and in-line water heating systems.

Table 3: Cost comparison between different

water heating systems

Item Price (R)

Conventional geysers 1 300–3 000

Designed in-line heating system 3 000–4 000

Heat pumps 8 000–20 000

Solar water heating systems 12 000–25 000

5. Conclusion

Almost one third of household electricity bills are
towards hot water energy consumptions, therefore,
improvements and research and in this field will be
an ongoing process.

During the control phase of the in-line water
heating system, the flow rate instead of the pressure
was taken into account. This makes the system
more adaptable to areas where a low flow is
encountered. The pressure values were only used
for safety purposes.

For this project, the energy consumption of the
in-line water heating system was measured and
compared to a conventional geyser. After perform-
ing various tests on both the in-line water heating
system and the conventional water heating system,
the in-line water heating system showed to be more
efficient in terms of watt-hour per litre.

The efficiency analysis results showed that the
conventional geyser consumed, on average, 2.5%
more energy to heat one litre of water from 15°C to
60°C than the in-line water heating system to sup-
ply one litre of water at 60 °C. The data was how-
ever, recorded over a period of a few days, there-
fore, standing losses and long pipe losses have an
influence on the result.

The cost analysis results showed that the con-
ventional geyser is more affordable than the in-line
water heating system and heat pumps and the solar
water heating systems are the most expensive.

It is estimated that a heat pump can potentially
provide three times the thermal energy compared to
an electrical geyser, which can result in a saving of
up to 67% in the water heating cost, depending on
the size of the installation and the variables of the
situation. Solar water heaters can save up to 70% of
your water heating bill, depending on the size of the
installation and the variables of your situation.

Apart from the instant and unlimited hot water
supply, the in-line water heating system has a num-
ber of advantages such as size, adaptability to a
variety of locations, and robustness. As with any
electrical appliance the consumer can further
reduce his or her electricity bill by using the in-line
water heating system during off peak periods.
Industrial users can preset the unit to deliver a lower
temperature during peak periods.

The in-line water heating system can have a
lower running cost than the conventional water
heating system, if properly managed. The system
has no standing losses and no long pipe losses and
can save energy and water, if the temperature is
correctly chosen. The user can interactively and
immediately switch to a lower temperature setting
in order to save electricity. It will therefore be possi-
ble to only use the correct amount of water (at the
correct temperature) with no additional cold water. 

The in-line water heating system is a good
choice, if hot water is required far from the installed
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geyser, heat pump or solar water heating system.
Prud’homme and Gillet (2001) provide more

detail on an advanced control strategy for a domes-
tic solar hot water system with a segmented auxil-
iary heater and LaMeres et al. (1999) provide more
detail on controlling of the power demand of an
average residential electric water heater.
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